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STANDING SEAM ROOF. . | i 2
MAN ROOF @ 3 DEGREES. SPEC: H31/122 Ao L = o}
PLANT ROOF @ 2 DEGREES. SPEC: H31/123 Loy ! H Y
i
INVERTED ASPHALT ROOF TO EXTERNAL
PLANT DECK
SPEC: 1217125

DESIGNATED WALKWAY ZONE TO STANDING
SEAM ROOF.
SPEC: H31/273

o 2
N
e ROOF ANCHORED MANSAFESYSTEM
(oo
N

SPEC: H317565

GUITERS 10 STANOING SEAWA RO Y
SPEC: H31/235 & m
EUPE AN WATER PSS 1 OUTETS D

SURFACE WATER DRAINAGE SYSTEM 10 BE
CONFIRMED INCLUDING No. & LOCATION OF RWP'S
&RWO'. RWO'S SHOWN INDICATIVE ONLY. 4/

421400 SPOT LEVELS INDICATED TO EXTERNAL ROOF

ARE INDICATIVE ONLY, EXACT LEVELS
CONFIRMED UPON CONFIRMATION OF ROOF
BUILD-UP
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DESIGNATED WALKWAY ZONE TO STANDING
SEAM ROOF.
SPEC: H31/273

SPEC: H317235
RWP's
o  RAINWATER PIPES & OUTLETS
SURFACE WATER DRAINAGE SYSTEM 10 BE
CONFIRMED INCLUDING No. & LOCATION OF RWP'S
&RWO'. RWO'S SHOWN INDICATIVE ONLY.
421400 SPOT LEVELS INDICATED TO EXTERNAL ROOF
ARE INDICATIVE ONLY, EXACT
CONFIRMED UPON CONFIRMATION OF ROOF
BUILD-UP

STANDING SEAM ROOF.
MAIN ROOF @ 3 DEGREES. SPEC: H31/122
PLANT ROOF @ 2 DEGREES. SPEC: H31/123.

INVERTED ASPHALT ROOF TO EXTERNAL
PLANT DECK
SPEC: 1211125

ROOF ANCHORED MANSAFE SYSTEM
SPEC: H317565

GUITERS TO STANDING SEAM ROOF.
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